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Exhaust gas of only 90°C
and low HOx and CO emiss.

BTG by pass reduction values

52 HW of 88°C hot water
to town of storage tank |
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Aalborg Boilers dual

pressure WHR boiler ﬁ

with district heating iy

economizer.
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Over all efficiency of app 85%
4.5 kg/sec of LP steam of 5
bar and 220°C
&
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Exhaust : 20 kg/sec of HP steam E'
GE HS6001B Gas o of 70 bar and 500°C
Turbine of 40 HW 92597 1
530°C
5000/3000 3000/83000
I rpm rpm
;;ﬁ?&:ﬁg 60 HW Green Electricity M
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ABB steam turbine of 20 HW

40°C water from town or
storage tank
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